e-65  CHLORINE SOLUTION TANK LEVEL SWITCH

A. Provide a float switch suitable for concentration of up to 2% chlorine.  Switch shall open or close (SPDT) on drop of chlorine solution tank level.  Switch shall have micro switch mounted in a Nema 4 enclosure with a PVC plastic drop rod and a float which shall be immersed in chlorine solution. Unit shall mount thru a 1” dia. Hole in plastic lid of solution tank.  Float drop rod shall unscrew from switch to allow for mounting thru tank lid.   Drop rod shall be adjustable for tank depths up to 48”.  Supply drop rod sized for tank. Float switch shall be rated for 10A @120VAC max rating.  Supply with nylon cord grip, #14 SO cord and Nema L-5-20 twist lock plug and receptacle as shown on drawings. 

B. Provide a US Flite U 21780 float switch.   
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